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Notes

A follow-up inspection was conducted to check for compliance of violation #21(a) and #34 as observed on inspection 
report dated 04/10/2023.

Violations #21(a) and #34 have been abated. Any pending violations will be checked at next routine inspection.

— Muzna Rauf

Observations and Corrective Actions *

Observations and Corrective Actions

Violation #21a for no hot water at the warewashing sinks has been corrected with reasonable 
compliance. Hot water temperature measured at 120 degrees F and greater at the 
warewashing sinks at the time of the re-inspection.

Public Comments:

Muzna RaufInspector:

 CompliantStatus:

Violation #34 for no hot water at the mechanical dish machine has been corrected with 
reasonable compliance. Hot water temperature measured at 120 degrees F and greater at the 
time of the re-inspection.

Public Comments:

Muzna RaufInspector:

 CompliantStatus:


